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LIGHTING PLAN

LIGHT FIXTURE SCHEDULE

MARK MANUFACTURER CATALOG NO. LAMP FINISH MOUNTING VOLTS INPUT

WATTS

REMARKS

NO. WATTS DESCRIPTION

A ALERA LIGHTING LCVR-L-4-30VL-65-CM-48-ED-U-MW 1 72 LED WHITE CABLE 120 72 DIRECT/INDIRECT

B H.E. WILLIAMS 80-4-L63/840-WG-8011-DRV-UNV 1 52 LED WHITE SEE DWG 120 52 LED STRIP

C H.E. WILLIAMS VG1-L100/750-T5-SM-BRZ-SF-UNV 1 102 LED WHITE SEE DWG 120 102 LED CANOPY

F H.E. WILLIAMS 97-4-L79/850-A-DRV-UNV 1 82 LED WHITE SEE DWG 120 82 LED GASKETED

G H.E. WILLIAMS 12-2-L26/840-SAF12125-DRV-UNV 1 27 LED WHITE SURFACE 120 27 2X2 SURFACE TROFFER

H H.E. WILLIAMS VWMV-L10/830-TL-DBZ-CGL-PC-UNV 1 13 LED DARK BRZ WALL 120 13 EXTERIOR WALL PAK

EM H.E. WILLIAMS EMER/LED-WHT-HL-SDT 2 3 LED WHITE WALL 120 3 EMERGENCY

EMG H.E. WILLIAMS EMER/WET-WHT-HTR 2 3 LED WHITE WALL 120 3 GASKETED EMERGENCY LIGHT

EEM H.E. WILLIAMS EMER/MR16/CP/WET-BLK-HTR 1 13 LED BRONZE WALL 120 13 EXTERIOR EMERGEMCY

X H.E. WILLIAMS EXIT-R-EM-WHT-SDT 1 3 LED WHITE CEILING/WALL 120 3 EXIT SIGN

XE H.E. WILLIAMS EX-T/EM/LED-SF-R-WHT-SDT 2 3 LED WHITE CEILING/WALL 120 3 COMB. EXIT/EMER.

XEG H.E. WILLIAMS EXIT/EM/WET-R-WHT-HTR 2 3 LED WHITE CEILING/WALL 120 15 GASKETED COMB. EXIT/EMER.

NOTES:

1. ALL EMERGENCY LIGHTS AND EXIT SIGNS SHALL HAVE BATTERY PACK WITH 90 MINUTES MINIMUM.

2. TYPE 'X' AND 'XE' SHALL BE SINGLE OR DOUBLE FACE AS INDICATED ON DRAWINGS.

3. ALL DIMMABLE FIXTURES MUST HAVE THE ABILITY TO BE SWITCHED FULLY OFF.

4. ALTERNATE MANUFACTURER'S MUST HAVE WRITTEN APPROVAL FROM ENGINEER AND ARCHITECT.
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